= one foot

three inches

one foot

one and one half inches

one foot

one inch

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

one foot

one eighth inch

6”

1 2 4 5 6 7 8 9
Fort Harrison VAMC
&
% % 5
% 15
£
&
..w 5 Green Mead:
HELENA STERILE PROCESSING DIVISION RENOVATION N
. 3
o {0 o A
Ly, : w. w Helena
e Regiona
Helena Airport
West Side Helena
. DEPARTMENT OF VETERANS AFFAIRS i @
Mt Helena
3687 VETERANS DRIVE
FORT HARRISON, MT 59636 : -
VICINITY MAP ! LOCATION MAP
EXISTING BUILDING ANALYSIS (IBC; NFPA) TITLE SIGNATU W E
OCCUPANCY: GROUP I-2; EXISTING HEALTHCARE OCCUPANCY - ‘ - NAME:
CONSTRUCTION TYPE: TYPE 11B; TYPE 1I-2,2,2; SPRINKLERED THROUGHOUT GENERAL INFORMATION MECHANICAL DRAWINGS . § : W
ALLOWABLE AREA: UNLIMITED DAILEN LLETT
PROJECT: INTERIOR REMODEL TO EXISTING CENTRAL STERILE PROCESSING DEPARTMENT (SPD) AND SURROUNDING OFFICE/STORAGE SPACES MHE0L  MECHANICAL SCHEDULES
NEW OCCUPANCY: 1-2; EXISTING HEALTHCARE FACILITY (UNCHANGED) QUL GORHRERIEZAr MHI01  HVAC PLAN - PUASE 1 CHIEF, ENGINEERING AND FMS
NEW CONSTRUCTION TYPE:  TYPE IIB; TYPE II-2,2,2 (UNCHANGED) e A BIAN RGeS
FIRE RATING REQUIREMENTS: STRUCTURAL FRAME - 2 HOUR VIIGE T RN e
EXTERIOR BEARING WALLS - 2 HOUR MH104  HVAC PLAN - PHASE 4
INTERIOR BEARING WALLS - 2 HOUR MH105  HVAC PLAN - PHASE 5 RARLE: /}t / m« ? A
FLOOR CONSTRUCTION - 2 HOUR . ) rN ;
ROOF CONSTRUCTION- 1 HOUR ARCHITECTURAL DRAWINGS PLUMBING DRAWINGS /
AD101  FIRST FLOOR DEMOLITION PLAN - AFFECTED AREAS PL601  PLUMBING SCHEDULES CHIEF, STERILE PROCESSING
> E O I _ |~|m m.)\ |_wC E > ‘I > w w E _M <_ \D/ |_|_ O Z m AD102  SECOND FLOOR DEMOLITION PLAN - ALL PHASES PL101  PLUMBING PLAN - PHASE 1
AD103  THIRD FLOOR DEMOLITION PLAN - AFFECTED AREAS PL102  PLUMBING PLAN - PHASE 2
AI101  FIRST FLOOR REMODEL PLAN - AFFECTED AREAS PL103  PLUMBING PLAN - PHASE 3 NAME: CaRL (R0
AI102  SECOND FLOOR REMODEL PLAN - ALL PHASES PL104  PLUMBING PLAN - PHASE 4 i CARL Lovs(_
»w< »Mm/_.\_m_ﬂ 20,5 _.l_._.l_._, G Mn_muﬁmu_.qmu_u%% 1 CX AIHE TEAY MM Wﬂ—m_ﬂmﬂu MM_Mm AI103 THIRD FLOOR REMODEL PLAN - AFFECTED AREAS PL105 PLUMBING PLAN - PHASE 5 1
A/C AIR CONDITIONING FRP FIBERGLASS REINFORCED PANEL RD ROOF DRAIN AISOL  ENLARGED PLANS & WALL DETAILS - ALL PHASES (
ACT ACOUSTICAL CEILING TILE GA GAUGEOR GAGE RECY RECYCLE(D) AF601  DOOR & WINDOW SCHEDULES - ALL PHASES SAFETY MANAGER
ADDL ADDITIONAL GALV GALVANIZED REF REFERENCE AF602  ROOM FINISH SCHEDULE - ALL PHASES
AD] ADJUSTABLE GB GYPSUM BOARD REFRIG ~ REFRIGERATOR OR REFRIGERATION
AFF ABOVE FINISH FLOOR GC GENERAL CONTRACTOR REINF REINFORCE Al111  SECOND FLOOR REMODEL PLAN - PHASE 1
ALT ALTERNATE GL GLASS, GLAZING REQD REQUIRED AI112 REFLECTED CEILING PLAN - PHASE 1 | EFCO e M WIN S
ALUM ALUMINUM GWB GYPSUM WALL BOARD RM ROOM ELECTRICAL DRAWINGS NAME:
ARCH ARCHITECT(URAL) GYP GYPSUM RO ROUGH OPENING AI121  SECOND FLOOR REMODEL PLAN - PHASE 2 ishe ) (D) (e
AWN AWNING HC HANDICAP ROW RIGHT OF WAY AI122  REFLECTED CEILING PLAN - PHASE 2 ES001  ELECTRICAL SYMBOLS & ABBREVIATIONS
B/ BOTTOM OF HDR HEADER 3 SOUTH ES601  ELECTRICAL ONE-LINE DIAGRAM
BD BOARD HDW HARDWARE sC SOLID CORE AI131  SECOND FLOOR REMODEL PLAN - PHASE 3 ES101  ELECTRICAL PLAN - PHASE 1 INFECTION CONTROL
BLDG BUILDING HM HOLLOW METAL SCHED  SCHEDULE AI132  REFLECTED CEILING PLAN - PHASE 3 ES102  ELECTRICAL PLAN - PHASE 2 o)
BLKG BLOCKING HORIZ HORIZONTAL SECT SECTION ES103 ELECTRICAL PLAN - PHASE 3
BM BEAMOR BENCHMARK HR HOUR SF SQUARE FEET Al141  SECOND FLOOR REMODEL PLAN - PHASE 4 ES104  ELECTRICAL PLAN - PHASE 4 :
BRG BEARING HT HEIGHT SFRM SPRAY APPLIED FIRE RESISTIVE MATERIAL ) ] NAME: X /144 ) AL
BRG BEARING e el R SPRAY Al142  REFLECTED CEILING PLAN - PHASE 4 ES105  ELECTRICAL PLAN - PHASE 5 AGF e 9 : -
BUR BUILFUP ROOF HVAC HEATING/VENTILATION & AIR CONDITIONING SHT SHEET ) .
S5 chemer D' NeIDE DUAMLTER e SHeATNG ALISL SECOND FLOOR REMODEL PLAN - PHASE 5
a CONTROL JOINT INFO INFORMATION SIM SIMILAR
cL CENTERLINE ISO ISOCYANURATE SPECS  SPECIFICATIONS AFGE
CLG CEILING INSUL INSULATE / INSULATED / INSULATION SOD SLAB ON DECK
cMU CONCRETE MASONRY UNIT INT INTERIOR SOG SLAB ON GRADE
co CLEAN OUT INV INVERT SOH SAME OPPOSITE HAND
coL COLUMN T JOINT SS STAINLESS STEEL NAME: ~~
CONC CONCRETE 3-BOX JUNCTION BOX ST STONE TILE : \/ >P Q\
CONT CONTINUOUS KIT KITCHEN STND STANDARD [ (001S Lo A
CONST  CONSTRUCTION L LONG/ LENGTH STL STEEL I A
CG CORNERGUARD LAM LAMINATE(D) STRUCT ~ STRUCTURAL
CPT CARPET LAV LAVATORY TEMP TEMPERED ASSOCIATE DIRECTOR
CSMT CASEMENT LF LINEAR FEET THK THICK
cT CERAMIC TILE LT LIGHT THRESH ~ THRESHOLD
D DEEP MAS MASONRY T.O. TOP OF
DF DRINKING FOUNTAIN MATL MATERIAL TOBM TOP OF BEAM .
DH DOUBLE HUNG MAX MAXIMUM T.OP.  TOP OF PLATE z>2m\¥§\\f enp)e -
DIM(S)  DIMENSIONS MECH MECHANIC(AL) T.0.S. TOP OF STEEL ‘ .
DISP DISPENSER MEZZ MEZZANINE T/ TOP OF
DN DOWN MFR MANUFACTURER T&G TONGUE AND GROOVE ;
DR DOOR MH MANHOLE TEL TELEPHONE
DS DOWNSPOUT MIN MINIMUM THK THICK CHIEF OF STAFF
DTL DETAIL MISC MISCELLANEOUS TRANS  TRANSOM
DWG DRAWING MO MASONRY OPENING TV TELEVISION
E EAST MTL METAL TYP TYPICAL
% o N Norm DNo  UNCESS NOTED OTHERWISE. " FEXPLANATION OF SYMBOLS
EC EXISTING COLUMN NIC NOT IN CONTRACT UNO UNLESS NOTED OTHERWISE
E) EXPANSION JOINT NOM NOMINAL VB VINYL BASE
ELEC ELECTRICAL NTS NOT TO SCALE VCT VINYL COMPOSITION TILE
EL ELEVATDN ocC ON CENTER VERT VERTICAL
ELEV ELEVATOR oD OUTSIDE DIAMETER OR OVERFLOW DRAIN VEST VESTIBULE 1 TYPICAL SHEET LAYOUT
EQ EQUAL OPNG OPENING VIF VERIFY IN FIELD - GRID LINE
EQUIP  EQUIPMENT oPP OPPOSITE VP VENEER PLASTER X /
EWC ELECTRIC WATER COOLER 0SB ORIENTED STRAND BOARD VR VAPOR RETARDER \ DETAIL 4 9 INTERIOR ELEVATION 108 ROOM NUMBER 11213141516
EXH EXHAUST OVHD OVERHEAD VT VINYL TILE
EXIST EXISTING PL PLATE VWC VINYL WALL TILE .G ELEVATION
EXP EXPANSION OR EXPOSED PLAM PLASTIC LAMINATE w WIDE OR WEST 3 7181911011112 DETAIL — 6
EXT EXTERIOR PLUMB PLUMBING w/ WITH POSITION
FACP FIRE ALARM CONTROL PANEL PLYWD  PLYWOOD wC WATER CLOSET V ON SHEET AT
FD FLOOR DRAIN PNL PANEL WD WOOD BUILDING SECTION 1121 DOOR NUMBER 1311411511611 /7118 ||\\>3 /(
FE FIRE EXTINGUISHER PNT PAINT WDW WINDOW hﬂv OR DETAIL SECTION @ INTERIOR WINDOW NUMBER SHEET OF SHEET WHERE
FEC FIRE EXTINGUISHER CABINET POLY POLYESTER OR POLYOLEFIN WG WALL GUARD 5 WALl SECTION 19120l 21122123124
F.F. FINISH FLOOR PSF POUNDS PER SQUARE FOOT WH WATER HEATER ORIGIN DETAIL APPEARS
FIN FINISH PSI POUNDS PER SQUARE INCH W/IN WITHIN @
FIXT FIXTURE PT PRESSURE TREATED OR POINT W/0 WITHOUT HELTLE 25|26l 2712812930
FLR FLOOR PVMT PAVEMENT WP WATERPROOF
FND FOUNDATION QT QUARRY TILE WR WATER RESISTANT
FR FRAME QTR QUARTER WT WEIGHT
FRMG FRAMING QTY QUANTITY WWF WELDED WIRE FABRIC
R RADIUS # NUMBER OR POUND
@ AT
Drawing Titie Project Title Project Number )
| COVER SHEET Buiding Number Construction
Engineers SPD RENOVATION 154 S Sl
Surveyors ! an acl _ IeS
Scientists : : : i
: oved: Project Director Location Drawing Number Z #
FORT HARRISON, MONTANA anagemen
MAIERLE, INc. ~ Program, Project and oot e cene _ :
oo B e Gy P 8 Construction Management MCFORTHARSON 25 SLECH g i
i ARCHITECTSE - . ctibe At
_ 125 Schoolhouse loop Kalispell, MT 59901 P: (406) 752-2216 07/18/2014 TM. AT. Dwg. 1 of 39 Veterans Affairs
Revisions: Date
VA FORM 08-6231
1 | | 4 6 8 9 _




